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 DEPARTMENT OF THE ARMY 
 Omaha District, Corps of Engineers 
 106 South 15th Street 
 Omaha, Nebraska 68102-1618 
 
 _________________________________ 
 :NOTICE:  Failure to acknowledge :         Solicitation No. W9128F 04 R 0003 
 :all amendments may cause rejec- : 
 :tion of the offer.  See FAR     :         Date of Issue: 21 JAN 2003 
 :52.215-1 of Section 00100       :         Date of Receiving Proposals: 
                                            10 MAR 2004 
 
                                             Amendment No. 0003 
                                             27 February 2004 
 
SUBJECT: Amendment No. 0003 to Request for Proposal Solicitation Package 
   for Construction of FY04 ADAL USAF HOSPITAL at USAF 
   ACADEMY, COLORADO.   
   Solicitation No. W9128F 04 R 0003 
 
TO:       Prospective Offerors and Others Concerned  
 
 1. The specifications and drawings for subject project are hereby modified 
as follows (revise all specification indices, attachment lists, and drawing 
indices accordingly).   
 
  a. Specifications.  (Descriptive Changes.) 
 

(1)  Section 02315A, at the end of this section, insert the attached 
Geotechnical Engineering Study. 

 
(2)  Section 13120, Page 5, paragraph 1.4, under the description 
requirements for SD-04 Samples submittal item labeled “Samples”, 
add: 

 
“The Contractor shall provide a copy of the manufacturer’s full 
range of standard colors (not less than 8 color selections) for 
each finish item for selection by the Contracting Officer.”  

 
(3)  Section 13120, Page 8, paragraph 2.3, below item e. Domestic 
hot water system, insert: 

 
“f. Medical Gas Systems. Refer to Floor Plans, Sheets A19-1 through 
A19-3 for extent of medical gas outlet devices.  Refer to Equipment 
Schedule, Sheets A3-1 through A3-3 for definitions of devices and 
required gases.  Provide a complete system of piped medical gases 
to provide minimum requirements based on outlet quantities”. 

 
(4)  Section 13280A, at the end of this section, insert the attached 
Setup Detail and Response Action Detail Sheets, and the Hazardous 
Materials Pre-Renovation Inspections Report. 

 
(5)  Section 13720A, Page 4, under “PART 1  GENERAL”, insert: 
 
“The requirements of this section will be provided as a Government- 
Furnished/Government-Installed system, except for the electrical 
conduit and pull wires that are required to supply power and 
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communications to this system.   Contractor shall be required to 
coordinate the scheduling of his work and installation of the GFCI 
system with the Contracting Officer.” 

 
(6)  Section 15405A, Page 54, Table I, Item No. 2, insert an “X” 
under Service Condition E column. 

 
  b.  Specifications (New and/or Revised and Reissued).   
NOT APPLICABLE. 
 
  c.  Drawings (Not Reissued).  The following sheets of drawing code AF 
510-10-01 are revised as indicated below with latest revision date of 27 
February 2004.  These drawings are not reissued with this amendment.  
 

(1) Sheet T1-2.1, SITE LOCATION PLAN, Detail 7 references, sheets 
where detail is shown, delete “C-5” and “C-9” and substitute “C-10” 
(2 locations). 

 
(2) Sheet S2-4, NOTES, following note 3, add: 

 
“4.  EXISTING FLOOR LEVEL SLOPES FROM 1-INCH BELOW FF TO  
  1 FOOT – 1 INCH BELOW FF.” 

 
(3) Sheet A4-3, FINISH SCHEDULE, Room 1E17A, all WALLS, wall 
material and color, delete “CT” and “CT-3” and substitute “GWL” and 
“PT-1”, respectively. 

    
(4) Sheet A4-5, FINISH SCHEDULE, Rooms 1NC1 and 1NC2, BASE, Base 
material and color, delete “RB” and “RB-1” and substitute “GPB” and 
“GP-2”, respectively. 

 
(5) Sheet A4-6, FINISH SCHEDULE, Room 1SC1, WALLS, West wall 
material and color, delete “EXT” and “MBL” and substitute “ETRP” 
and “PT-1”, respectively. 

  
(6) Sheet MO-1, GENERAL NOTES, following note 12, add: 

 
“13.  WHERE CORROSIVE RESISTANT STEEL (CRS) DUCT IS INDICATED ON THE  

DRAWINGS FOR SUPPLY AND RETURN DUCTS IT SHALL BE STAINLESS STEEL 
OR ALUMINUM.  WHERE INDICATED FOR HOOD EXHAUST DUCTS ON THE 
DRAWINGS IT SHALL BE STAINLESS STEEL ONLY.” 

 
(7) Sheet E4-1, LIGHT FIXTURE SCHEDULE. 

 
(a) Fixtures C2 and J5, under OPTIONS column, delete 

“DIMMING BALLAST”. 
(b) Fixtures C3 and J6, under OPTIONS column, add “DIMMING 

BALLAST”. 
 
 2. This amendment is a part of the proposing papers and its receipt shall be 
acknowledged on the Standard Form 1442.  All other conditions and requirements 
of the specifications remain unchanged.  If the proposals have been mailed 
prior to receiving this amendment, you will notify the office where proposals 
are received, in the specified manner, immediately of its receipt and of any 
changes in your proposal occasioned thereby.  
 
  a. Hand-Carried Proposals shall be delivered to the U.S. Army Corps 
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of Engineers, Omaha District, Contracting Division (Room 301), 106 South 15th 
Street, Omaha, Nebraska 68102-1618. 
 
  b. Mailed Proposals shall be addressed as noted in Item 8 on Page 
00010-1 of Standard Form 1442.  
 
 3. Offers will be received until 1:00 p.m., local time at place of 
receiving proposals, 10 March 2004.  
 
Attachments:  
Geotechnical Engineering Study (Attachment to Section 02315A [23 pages] 
Setup Detail and Response Action Detail Sheets [33 Pages], and the Hazardous 
Materials Pre-Renovation Inspections Report [111 Pages] (Attachments to Section 
13280A) 
 
U.S. Army Engineer District, Omaha  
Corps of Engineers  
106 South 15th Street  
Omaha, Nebraska 68102-1618  
 
27 FEB 2004 
DRL/4547 
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